I:IW WE!NTEK PLC Connection Guide

Korenix 6550

Website: http://www.korenix.com/

HMI Setting:
Parameters Recommended Options Notes
PLC type Korenix 6550 Modbus protocol
PLC I/F Ethernet
Port no. 502
PLC sta. no. 0

Device Address:

Bit/Word | Device type | Format Range

B 1x DDDDD 1 ~ 65535

B 0x DDDDD 1 ~ 65535

B 3x_Bit DDDDDdd | 100 ~ 6553515
B 4x_Bit DDDDDdd | 100 ~ 6553515
B 6x_Bit DDDDDdd | 100 ~ 6553515
w 3X DDDDD 1~ 65535

w 4x DDDDD 1 ~ 65535

w 5x DDDDD 1 ~ 65535

w 6X DDDDD 1~ 65535

Wiring Diagram:

Ethernet cable:

WiOrange 1 s o~ S~ — ot 1 WI/Orange
Onng.z_._/u\/\./\\/\/\\/\/(,\/\_._z Orange
W/Green 3 3 W/Green

Blue 4 W 4 Blue
W/Blue 5 5 WiBlue
Green 6 , 6 Green

WiBrown 7 7 WiBrown

Brown 8 W‘— 8 Brown
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